DEPARTMENT OF THE AIR FORCE
23D OPERATIONAL MEDICAL READINESS SQUADRON (ACC)
MOODY AIR FORCE BASE GEORGIA

11 October 2024

MEMORANDUM FOR 23 CES/CEIHH
FROM: 23 OMRS/SGXB

SUBJECT: Lead and Copper Samples, Quiet Pines Housing

1. Introduction: On 22 July 2024, SrA Spencer Rollins from Bioenvironmental Engineering
(BE) distributed sampling bottles to Quiet Pines residents for Lead and Copper sampling in
accordance with DAFI 48-144, Drinking Water Surveillance Program. Lead and copper
samples for Moody AFB are collected every three years, or triennially. A total of 20 points were
selected for sampling, which serve as a representative sample for the entire housing community.
The Moody Housing Office was as our primary point of contact with the Quiet Pines residents.

2. Lead and Copper may be found in household plumbing materials such as service lines, pipes,
solders, and fluxes, as well as brass and bronze fixtures. Lead and copper can enter drinking
water primarily as a result of corrosion, or deterioration of materials containing these metals.
Lead can pose a significant risk to your health if too much of it enters your body; the greatest
risk being to young children and pregnant women.

3. The EPA has established an Action Level (AL) of 15 micrograms per liter (ug/L) for lead and
1300 pg/L for copper; results above these levels require action to be taken. In the attachment
below you will find the results of the water samples collected at your residence, which have been
analyzed by the Georgia Department of Natural Resources Environmental Protection Division.

4, Conclusion: Based on these results your drinking water does NOT exceed the AL for lead
and copper. Your water is safe to drink. Our office is also pleased to announce that all twenty
samples collected and analyzed were well below the AL for lead and copper. If you have any
questions regarding these results, please contact Bioenvironmental Engineering at 229-257-4747
or by email at usaf.moody.23-mdg.list.bioenvironmental@health.mil.

ARISTIDE N. BADIE, Capt, USAF, BSC
Bioenvironmental Engineering Flight/CC
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DEPARTMENT OF THE AIR FORCE
23D OPERATIONAL MEDICAL READINESS SQUADRON (ACC)
MOODY AIR FORCE BASE GEORGIA

6 December 2024
MEMORANDUM FOR Facility Managers
FROM: 23 OMRS/SGXB

SUBJECT: Lead and Copper Samples, Base Facilities

I. Introduction: On 11 November 2024, SrA Jack Tingley and A1C Terry Sellers from
Bioenvironmental Engineering (BE) collected Lead and Copper samples in support of the Lead
Service Line (LSL) inventory. A total of 20 points were selected for sampling, which serve as a
representative sample for the entire base. The facility managers from each building served as our
primary points of contact.

2. Lead and Copper may be found in household/facility plumbing materials such as service
lines, pipes, solders, and fluxes, as well as brass and bronze fixtures. Lead and copper can enter
drinking water primarily as a result of corrosion, or deterioration of materials containing these
metals. Lead can pose a significant risk to your health if too much of it enters your body; the
greatest risk being to young children and pregnant women.

3. The EPA has established an Action Level (AL) of 15 micrograms per liter (ug/L) for lead and
1300 pg/L for copper; results above these levels require action to be taken. In the attachment
below you will find the results of the water samples collected at your facility, which have been
analyzed by the Georgia Department of Natural Resources Environmental Protection Division.

4. Conclusion: Based on these results your drinking water does NOT exceed the AL for lead
and copper. Your water is safe to drink. If you have any questions regarding these results,
please contact Bioenvironmental Engineering at 229-257-4747 or by email at usaf.moody.23-
mdg.list.bioenvironmental@health.mil.

ARISTIDE N. BADIE, Capt, USAF, BSC
Bioenvironmental Engineering Flight/CC
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Lead and Copper Results

451 0 530 Y
454 0 120 Y
609 0 410 Y
621 0 36 Y
622 0 180 Y
643 0 44 Y
658 0 5.6 Y
701 0 6.5 Y
704 0 8.3 Y
752 0 15 26 1300 Y
900 0 pg/L 14 ng/L Y
901 0 480 Y
909 0 35 Y
918 0 470 Y
919 0 14 Y
976 0 660 Y
979 0 76 Y
1105 0 17 Y
1108 0 8.6 Y
1111 0 2.2 Y






